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 DEPARTMENT OF VETERANS AFFAIRS   
 VAMC PHASE V –  

ADMINISTRATION BUILDING & EDUCATION CENTER 
SPECIFICATIONS 

  

    
 TABLE OF CONTENTS 

Section 00 01 10 
  

    
    

SECTION 
NUMBER 

DIVISION 00 - SPECIAL SECTIONS DATE VA 
AMEND. 
# 

00 01 15 List of Drawing Sheets 9-11  
00 11 21  Request for Proposal (not included VA to provide)   
    
VOLUME 1 ADMIN BLDG & EDUCATION CENTER DIVISIONS 01 

THROUGH 08 
  

    
 DIVISION 01 - GENERAL REQUIREMENTS   
    
01 00 00 General Requirements (not included VA to provide)   
01 32 16.13 Network Analysis Schedules  05-09M  
01 33 23  Shop Drawings, Product Data, and Samples  11-08  
01 36 00 Blast Resistant Design Non VA 3 
01 42 19 Reference Standards 09-11  
01 45 29 Testing Laboratory Services 05-09M  
01 57 19 Temporary Environmental Controls  1-11  
01 60 00 Product Requirements Non VA  
01 74 19 Construction Waste Management 09-10  
01 79 00 Demonstration and Training Non VA  
01 81 09 Testing For Indoor Air Quality Non VA  
01 81 11 Sustainable Design Requirements 03-11  
01 91 00 General Commissioning Requirements 03-11  
    
 DIVISION 02 – EXISTING CONDITIONS   
    
02 21 00 Site Surveys 08-11  
02 41 00 Demolition 06-10  
    
 DIVISION 03 – CONCRETE   
    
03 30 00 Cast-in-Place Concrete  03-11 3 
    
 DIVISION 04 – MASONRY   
    
04 05 13 Masonry Mortaring 09-11  
04 05 16 Masonry Grouting 09-11  
04 20 00 Unit Masonry 09-11  
    
 DIVISION 05 – METALS   
    
05 12 00 Structural Steel Framing 07-11  
05 31 00 Steel Decking 11-08M  
05 36 00 Composite Metal Decking 07-11  
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05 40 00 Cold-Formed Metal Framing 07-11  
05 50 00 Metal Fabrications 10-07M  
05 51 00 Metal Stairs 10-07M  
    
 DIVISION 06 – WOOD,PLASTICS AND COMPOSITES   
    
06 10 00 Rough Carpentry 09-11  
06 16 63 Cementitious Sheathing 09-11  
06 20 00 Finish Carpentry  05-10  
    
 DIVISION 07 - THERMAL AND MOISTURE PROTECTION   
    
07 08 00 Facility Exterior Closure Commissioning 07-10  
07 11 13 Bituminous Dampproofing  (Deleted) 10-08M 7 
07 13 00 Sheet Water/Air Barrier 06-10  
07 13 52 Modified Bituminous Sheet Waterproofing 09-11  
07 18 13 Pedestrian Traffic Coatings 09-11  
07 21 13 Thermal Insulation 03-09M  
07 22 00 Roof and Deck Insulation 10-10 3 
07 42 00 Metal Wall Panels Non VA 2,3,6 
07 42 13 Metal Wall Panels (Solid Phenolic Exterior Wall 

Panels) 
Non VA 2 

07 51 00 Built-Up Bituminous Roofing 03-09M  
07 60 00 Flashing and Sheet Metal 10-10  
07 71 00 Roof Specialties 10-07M  
07 72 00 Roof Accessories 04-08M  
07 81 00 Applied Fireproofing 11-11  
07 84 00 Firestopping 10-11  
07 92 00 Joint Sealants 02-11  
07 95 00  Pre-Formed, Self Expanding, Exterior Sealant, 

Expansion Joint System 
Non VA 2 

07 95 13 Expansion Joint Cover Assemblies 10-11 2 
    
 DIVISION 08 - OPENINGS   
    
08 11 13 Hollow Metal Doors and Frames 02-09M  
08 14 00 Interior Wood Doors 02-09M  
08 17 10 Integrated Door Assemblies 12-09  
08 30 00 Fire and Smoke Rated Curtains with Egress Non VA 2 
08 31 13 Access Doors and Frames 10-11  
08 34 53 Security Doors and Frames 12-09  
08 41 00 Exterior Swing and Slide Aluminum Entrances Non-VA  
08 41 13 Interior Aluminum-Framed Entrances and 

Storefronts 
10-11  

08 44 13 Glazed Aluminum Curtain Walls 08-08 2,6 
08 44 26 Interior Structural Glass Curtain Walls Non-VA 2 
08 51 13 Aluminum Windows 03-10  
08 56 53 Security Blast Resistant Windows 12-08M  
08 62 70 Tubular Daylight System Non-VA 2,4,7 
08 71 00 Door Hardware 09-11 2 
08 71 13 Automatic Door Operators 12-09  
08 71 13.11 Low Energy Door Operators 01-11  
08 80 00 Glazing 12-10 2 
08 90 00 Louvers and Vents 10-11  
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VOLUME 2 ADMIN BLDG & EDUCATION CENTER DIVISIONS 09 
THROUGH 23 

  

    
 DIVISION 09 – FINISHES   
    
09 06 00 Schedule for Finishes 10-11 2,3,6 
09 22 16 Non-Structural Metal Framing 07-10M  
09 29 00 Gypsum Board 09-10  
09 30 13 Ceramic/Porcelain Tiling 03-09M  
09 51 00 Acoustical Ceilings 10-10  
09 51 26 Wood Panel Ceilings Non-VA  
09 64 00 Wood Strip Flooring Non-VA  
09 65 13 Resilient Base, Stair Treads and Accessories 04-08M  
09 65 19 Resilient Tile Flooring 03-11  
09 66 16 Terrazzo Floor Tile 10-11 2 
09 68 00 Carpeting 10-11  
09 72 16 Vinyl-Coated Fabric Wall Coverings 11-11  
09 84 39 Acoustical Ceiling Clouds Non-VA  
09 91 00 Painting 04-09M  
    
 DIVISION 10 – SPECIALTIES   
    
10 11 23 Tackboards and Whiteboards 11-11  
10 13 00 Directories (DELETED) 11-11 3 
10 14 00 Interior Signage 11-11 3 
10 14 23 Exterior Signage 11-11 3 
10 21 13 Toilet Compartments 11-11  
10 22 27 Operable Panel Partitions Non-VA  
10 25 13 Patient Bed Service Walls 11-11 6 
10 26 00  Wall and Door Protection 01-11  
10 28 00 Toilet, Bath, and Laundry Accessories 11-11  
10 44 13 Fire Extinguisher Cabinets 11-11  
10 51 13 Metal Lockers Non VA  
10 71 13 Exterior Sun Control Devices Non VA 6 
    
 DIVISION 11 – EQUIPMENT   
    
11 05 12 General Motor Requirements for Equipment 11-11  
11 73 00 Ceiling Mounted Patient Lifts Non VA 6 
    
 DIVISION 12 – FURNISHINGS   
    
12 22 16 Drapery Track and Accessories 11-11  
12 24 00 Window Shades 11-11  
12 24 21 Lightproof Shades 11-11  
12 26 00 Optical Side-Daylighting System Non VA 6 
12 32 00 Manufactured Wood Casework 11-11  
12 36 00 Countertops 05-10  
12 48 13 WALK-OFF MATS Non VA  
12 93 00 Site Furnishings Non VA 3 
    
 DIVISION 13 - SPECIAL CONSTRUCTION   
    
13 05 41 Seismic Restraint Requirements for Non-Structural 12-07M  
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Components 
 DIVISION 14– CONVEYING EQUIPEMENT   
    
14 21 00 Electric Traction Elevators 09-11  
    
 DIVISION 21- FIRE SUPPRESSION   
    
21 05 11 Common Work Results for Fire Suppression 11-09  
21 08 00 Commissioning of Fire Protection System 07-10  
21 12 00 Fire-Suppression Standpipes 12-05M  
21 13 13 Wet-Pipe Sprinkler Systems 05-08M  
    
 DIVISION 22 – PLUMBING   
    
22 05 11 Common Work Results for Plumbing 04-11  
22 05 12 General Motor Requirements for Plumbing Equipment 12-09  
22 05 19 Meters and Gages for Plumbing Piping 02-10  
22 05 23 General-Duty Valves for Plumbing Piping 12-09 2,3 
22 08 00 Commissioning of Plumbing System 07-10  
22 11 00 Facility Water Distribution 05-11  
22 11 23 Domestic Water Pumps 11-10  
22 13 00 Facility Sanitary and Vent Piping 12-09  
22 13 29 Sanitary Sewerage Pumps 11-10  
22 13 33 Packaged, Submersible Sewerage Pump Units 11-10  
22 13 36 Packaged, Wastewater Pump Units 01-11  
22 14 00 Facility Storm Drainage 12-09  
22 14 29 Sump Pumps 01-11  
22 35 00 Domestic Water Heat Exchangers 02-10  
22 40 00 Plumbing Fixtures 03-11  
    
 DIVISION 23 – HEATING, VENTILATING, & AIR COND. 

(HVAC) 
  

    
23 05 11 Common Work Results for HVAC 11-10  
23 05 12 General Motor Reqmts for HVAC & Steam Gen. Equip. 11-10  
23 05 41 Noise and Vibration Control for HVAC Piping and 

Equipment 
11-10  

23 05 93 Testing, Adjusting, and Balancing for HVAC 05-11  
23 07 11 HVAC and Plumbing Insulation 05-11 2 
23 08 00 Commissioning of HVAC System 07-10  
23 09 23 Direct-Digital Control System for HVAC 04-11 2 
23 09 93 Sequence of Operations for HVAC Controls Non-VA 2 
23 21 13 Hydronic Piping 03-10  
23 21 23 Hydronic Pumps 02-10  
23 22 13 Steam and Condensate Heating Piping 03-10  
23 22 23 Steam Condensate Pumps 02-10  
23 25 00 HVAC Water Treatment 02-10  
23 31 00 HVAC Ducts and Casings 04-11  
23 34 00 HVAC Fans 11-09  
23 36 00 Air Terminal Units 03-10  
23 37 00 Air Outlets and Inlets 11-09  
23 40 00 HVAC Air Cleaning Devices 05-11  
23 73 00 Indoor Central-Station Air-Handling Units 04-11  
23 81 23 Computer-Room Air-Conditioners 04-11  
23 82 16 Air Coils 04-11  
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23 82 19 Fan Coil Units Non-VA  
    
VOLUME 3 ADMIN BLDG & EDUCATION CENTER DIVISIONS 25 

THROUGH 34 
  

    
 DIVISION 25 – INTEGRATED AUTOMATION   
    
25 10 10 Advanced Utility Metering System 02-10  
    
 DIVISION 26 – ELECTRICAL   
    
26 05 11 Requirements for Electrical Installations 09-10  
26 05 13 Medium-Voltage Cables 09-10 6 
26 05 21 Low-Voltage Electrical Power Conductors and 

Cables (600 Volts and Below) 
09-10  

26 05 26 Grounding and Bonding for Electrical Systems 09-10  
26 05 33 Raceway and Boxes for Electrical Systems 09-10  
26 05 41 Underground Electrical Construction 09-10 6 
26 05 71 Electrical System Protective Device Study 09-10  
26 08 00 Commissioning of Electrical Systems 07-10  
26 09 23 Lighting Controls 09-10  
26 11 16 Secondary Unit Substations 04-09  
26 18 41 Medium-Voltage Switches 09-10  
26 22 00 Low-Voltage Transformers 09-10  
26 24 11 Distribution Switchgear 04-09  
26 24 16 Panelboards 09-10  
26 27 26 Wiring Devices 04-09  
26 29 11 Motor Starters 09-10  
26 29 21 Disconnect Switches 09-10  
26 36 23 Automatic Transfer Switches 09-10  
26 41 00 Facility Lightning Protection 04-09  
26 43 13 Transient-Voltage Surge Suppression 04-09  
26 51 00 Interior Lighting 04-09 2 
26 56 00 Exterior Lighting 09-10  
    
 DIVISION 27 – COMMUNICATIONS   
    
27 05 11 Requirements for Communications Installations 11-09  
27 05 26 Grounding and Bonding for Communications Systems 10-06M  
27 05 33 Raceways and Boxes for Communications Systems 12-05M  
27 08 00 Commissioning of Communications Systems 07-10  
27 10 00 Structured Cabling 12-05M  
27 11 00 Communications Equipment Room Fittings 10-06M  
27 15 00 Communications Horizontal Cabling 10-06M  
27 40 00 Audio Video Systems Non-VA  
27 54 01 Sustainability Management System Non-VA  
    
 DIVISION 28 – ELECTRONIC SAFETY AND SECURITY   
    
28 05 00 Common Work Results for Elect. Safety & Security 09-11  
28 05 13 Conductors & Cables for Elect. Safety & Security 12-05M  
28 05 26 Grounding and Bonding for Elect. Safety & 

Security 
10-06M  

28 05 28.33 Conduits and Backboxes for Elect. Safety & 
Security 

09-11  
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28 13 16 Access Control System and Database Management 11-09  
28 23 00 Video Surveillance 11-09  
28 31 00 Fire Detection and Alarm 09-05M  
    
 DIVISION 31 – EARTHWORK   
    
31 08 00 Commissioning of Utility Systems 07-10  
31 20 00 Earth Moving 10-06M  
31 23 23.33 Flowable Fill 04-05M  
    
 DIVISION 32 – EXTERIOR IMPROVEMENTS   
    
32 05 23 Cement and Concrete for Exterior Improvements 04-10  
32 12 16 Asphalt Paving 10-09  
32 17 23 Pavement Markings 04-10  
32 31 13 Chain Link Fences and Gates 02-10  
32 31 19 Decorative Metal Fences and Gates Non-VA  
32 84 00 Planting Irrigation 10-11  
32 90 00 Planting 10-11  
    
 DIVISION 33 – UTILITIES   
    
33 10 00 Water Utilities 12-05M 6 
33 30 00 Sanitary Sewerage Utilities 10-06M 6 
33 40 00 Storm Drainage Utilities 10-11 6 
    
 DIVISION 34 – TRANSPORTATION   
    
34 71 13 Vehicle Barriers 10-07M  
    
VOLUME 4 CENTRAL UTILITY PLANT UPGRADE DIVISIONS 2 THROUGH 

16 
  

    
 DIVISION 2 – SITEWORK   
    
02200 Building Earthwork 5-05-11  
02205 Site Earthwork 5-05-11  
02513 Asphalt Concrete Paving 5-05-11  
02514 Site Work Concrete 5-05-11  
    
 DIVISION 3 – CONCRETE   
    
03301 Cast-In-Place Concrete  5-05-11  
    
 DIVISION 4 – MASONRY   
    
04100 Mortar and Grout  5-05-11  
04200 Unit Masonry 5-05-11  
04230 Reinforced Unit Masonry 5-05-11  
    
 DIVISION 5 – METALS   
    
05120 Structural Steel 5-05-11  
05321 Steel Decking Composite 5-05-11  
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05400 Cold Formed Metal Framing 5-05-11  
05500 Metal Fabrications 5-05-11  
    
 DIVISION 6 - WOOD AND PLASTIC   
    
06100 Rough Carpentry 5-05-11  
    
 DIVISION 7 - THERMAL AND MOISTURE PROTECTION   
    
07113 Modified Bituminous Sheet Waterproofing 5-05-11  
07210 Building Insulation 5-05-11  
07220 Roof and Deck Insulation 5-05-11  
07410 Preformed Wall Panels 5-05-11  
07510 Bituminous Built-Up Roofing 5-05-11  
07600 Flashing and Sheet Metal 5-05-11  
07700 Roof Specialties and Accessories 5-05-11  
07920 Sealants and Caulking 5-05-11  
    
 DIVISION 8 - DOORS AND WINDOWS   
    
08110 Steel Doors and Frames 5-05-11  
08305 Access Doors 5-05-11  
08331 Overhead Roll-Up Doors 5-05-11  
08520 Aluminum Windows (ADDED) 5-05-11 3 
08710 Builders Hardware 5-05-11  
08750 Installation of Doors and Hardware 5-05-11  
    
 DIVISION 9 – FINISHES   
    
09050 Interior/Exterior Finishes, Materials, and Finish 

Schedule 
5-05-11  

09100 Non-Load Bearing Framing Systems 5-05-11  
09260 Gypsum Board System 5-05-11  
09900 Painting 5-05-11  
    
 DIVISION 10 – SPECIALTIES   
    
10200 Louvers and Wall Vents 5-05-11  
10260 Wall Guards and Corner Guards 5-05-11  
10430 Exterior Signs 5-05-11  
10440 Interior Signs 5-05-11  
10522 Fire Extinguisher Cabinets 5-05-11  
    
 DIVISION 13 - SPECIAL CONSTRUCTION   
    
13081 Seismic Restraint Requirements for Non-Structural 

Components 
5-05-11  

13850 Fire Alarm Systems 5-05-11  
13930 Wet Sprinklers  5-05-11  
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 DIVISION 15 – MECHANICAL   
    
15050 Basic Methods and Requirements (Mechanical) 5-05-11  
15140 Pumps (HVAC) 5-05-11  
15200 Noise and Vibration Control 5-05-11  
15250 Insulation 5-05-11  
15400 Plumbing Systems 5-05-11  
15606 Liquid Fluid Storage System 5-05-11  
15650 Refrigeration Equipment (HVAC) 5-05-11  
15705 HVAC Piping Systems 5-05-11  
15712 Cooling Tower, Packaged 5-05-11  
15740 Terminal Units 5-05-11  
15840 Ductwork and Accessories 5-05-11  
15902 Controls and Instrumentation (DDC) 5-05-11  
15980 Testing, Adjusting and Balancing 5-05-11  
    
 DIVISION 16 – ELECTRICAL   
    
16050 Basic Methods and Requirements 5-05-11  
16051 Electrical System Protective Device Study 5-05-11  
16111 Conduit Systems 5-05-11  
16126 Cables, High Voltage (Above 600 Volts) 5-05-11  
16127 Cables, Low Voltage (600 Volts and Below) 5-05-11  
16140 Wiring Devices 5-05-11  
16150 Motors 5-05-11  
16155 Motor Starters 5-05-11  
16160 Panelboards 5-05-11  
16170 Disconnect Switches (Motor and Circuit) 5-05-11  
16208 Engine Generators 5-05-11  
16251 Automatic Transfer Switches 5-05-11  
16312 Unit Substation, Secondary 5-05-11  
16362 Switches, High Voltage (Above 600 Volts) 5-05-11  
16450 Grounding 5-05-11  
16460 Transformers (General Purpose) 5-05-11  
16462 Distribution Switchboards 5-05-11  
16510 Building Lighting Interior 5-05-11  
16520 Site Lighting 5-05-11  
16670 Lightning Protection System 5-05-11  
16741 Telephone Equipment and Systems, Extension 5-05-11  
 


